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Name of Procuring Agency

Method of Procurement

Title ofProcurement

4 Tender Inquiry No.

5 PPRA Ref. No. (TSE)

6 Date & Time of Bidding Closing

7 Date & Time of Bidding Opening

8 No. of Bids Received

9 Criteria for Bid Evaluation

l0 Details of Bids (s) Evaluation

Office of the,
Chief Engineer (Development),

PMU FESCO Faisalabad

Faisalabad Electric Supply Company (FESCO)

Single Stage Single Envelope

D 66KV Pin Insulator
ii) I I KV Post Insulator
iiD l32KV Post Insulator with SSS, Terminal Connector &

G-Bolt
iv) LV Bushing for 20126 MY APower Transformers

NCB.643IFESCO/PMU/GSC&GSO/2024.25

T S 5 43222E dated 1 0.07 .202 4

12:00 A.M. 13.08.2024

I 1:00 Noon 13.08.2024

0l No.

As per Bidding Document

As under:

l.

2

3

Name of
Bidder

Evaluated
Cost

(Million Rs.)

Rule/Regulation/SBD/Policy/Basis for
Rejection/Acceptance as per Rule 35 ofPP

Rules, 2004
Technical

(lf applicable)
Financial

(Ifapplicable)

EMCO
Industries Ltd

05.949

i) The bid declared Commercially Non-
Responsive due loi
. Not in line with contractual experience criteria

provided in Clause4 of Section-lII ofbidding
document, "The bidder must haye atleast two
(02) No. of contracts successfully completed
within the last five (05) years", the bidder did
not attach two conhacts successfully
completed within the last five years for 66KV
pin insulator and LV Bushing for 20126 MYA
Power Transformer.

ii) The bid declared Technically Non-
Responsive due to:-
o The manufactuer does not qualify

manufacturing experience of more than five
(5) years and satisfactory operation more than
three (03) years for Serial No. 0l and 04.

o The bidder offered and submitted technical
data of 33KV Line Post Insulator as an
altemate of 66KV Pin Insulator. But no such
provision is defined / allowed in bidding
document.

. Drawings of LT Bushing attached with bid
does not indicate creepage distance of offered
material.
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. The bidder did not submit type test repon for
66KV pin insulator, llKV Post Insularor &
LV Bushing for 20/26 MVA Power
Transformer and an unconditional undenaking
that in case of award of contract, if submittod

O?e test reports are not according to NTDC
type test policy, he will carry out ftesh type
tests under witness of NTDC/DISCO's
lnspectors as per NTDC revised tlpe test
policy within the quoted Bid price and without
affecting the delivery / completion period as

mentioned in the Bidding Documents. Ug
biddet has nol comolied wilh Clause 7.3
(Tvpe Tesls Reporl), Seclion-Ill Evalualion
and Oualificotion Crileia of Bidding
I)ocuments-

Lowest Evaluated Bidder: The participated bidder is declared Non-Resoonsive.

I l. Any other additionaUsupporting information, the procuring agency may like to share.

ena't.No.tl3c.-31 rcE(Dev)PMU FESCO

Forwarded to the Deputy Director, Public Procurement Regulatory
FBC Building, Near State Bank, Sector G-5/2, Islamabad for uploading at PPRA We

Chief

Director General (lT) FESCO Faisalabad rvith
Master File.

to upload on FESCO bsite please.
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